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SECTION 13561M 
 

ATMS POWER SERVICE 
 
 
Add the following to Article 2.1: 
  

K. Use copper conductor with RHH-USE-RHW rated insulation for all underground 
and riser electrical conductors. 

 
Delete Articles 3.1 paragraphs E through G and replace with the following: 
 

E. Ground all electrical equipment, including cabinets in accordance with the NEC 
requirements. Hard draw all ground wires. 

 
F. Supply all conduit and conductors to power source connection location.  Final 

connection is to be made by the power company. 
 
Delete Article 3.2 paragraph A and replace with the following: 
 
 A. Contact the Engineer a minimum of 6 weeks prior to power service hookup.   
 


	SECTION 13561M 
	ATMS POWER SERVICE 


